Note: For more information on firestop installation, refer to ASTM E3157.
Option 2 – Installing Devices Prior to Wallboard (New Wall Construction)

1. Fasten plates to studs with tabs projecting into wall ensuring that the plates are aligned.

2. Insert devices into plates so that they project equally from both sides and tighten corresponding set screws to hold devices in place.

3. Gap between devices and finished gypsum board shall be filled with joint compound or SpecSeal® brand firestop sealant.

Configurations

1. EZP544W Configuration

2. EZP544WD Configuration

3. EZP644W Configuration

4. EZP644WD Configuration

Note: For more information on firestop installation, refer to ASTM E3157.