INSTALLATION INSTRUCTIONS

SpeedFlex® Joint Profile
(Part Number: SFJP40)

Standard Installation

1. 3/4" (19mm)
   3-1/4" (83 mm)

2. 3/4" (19mm)
   3-1/4" (83 mm)

3. 3/4" (19mm)
   3-1/4" (83 mm)

Outer Corner Installation

1. 3/4" (19mm)
   3-1/4" (83 mm)

2. 3/4" (19mm)
   3-1/4" (83 mm)

3. 3/4" (19mm)
   3-1/4" (83 mm)

4. Miter cut edges of SpeedFlex® Joint Profile to maintain contact at corners.

Note: For more information on firestop installation, refer to ASTM E3157.
Inner Corner Installation  Miter cut edges of SpeedFlex® Joint Profile to maintain contact at corners.

1. Miter cut edges of SpeedFlex® Joint Profile to maintain contact at corners.
2. Install the joint profile into the corners.
3. Secure the joint profile with the provided fasteners.
4. Ensure proper alignment and contact at the corners.
5. Final installation check for proper contact and alignment.

Note: For more information on firestop installation, refer to ASTM E3157.